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1 Unit Capacities and External Appearance

1.1 Unit Capacities
Table 1-1.1: Capacity range

Capacity 4kwW kW 8kW 10kW 12kwW 14kW 16kW
Model®
V4w V6w V8W V10W V12w V14w V1iew
(MHC-*/D2N8-B?)

Capacity 12kw 14kw 16kw
Model?
V12w V14W View
(MHC-*/D2RN8-B?)
Notes:

1. The full model names can be obtained by substituting the asterisk in the model name format given in the left-hand column of the table above
with the shortened model names given in the table. For example, the model name for the 8kW model is MHC-V8W/D2N8-B.
2. The presence or omission of the letter R in the model names indicates the unit’s power supply:
= R:3-phase, 380-415V, 50Hz; Omitted: 1-phase, 220-240V, 50Hz.

1.2 External Appearance
Table 1-1.2: Unit appearance

4/6kW 8/10/12/14/16kW
B wmil P N | Ohidea
y o l =
S | !
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1 Layout of Functional Components
MHC-V4W/D2N8-B / MHC-V6W/D2N8-B

Figure 2-1.1: MHC-V4(6)W/D2N8-B top view
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Figure 2-1.2: MHC-V4(6)W/D2N8-8 front view
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Figure 2-1.3: MHC-V4(6)W/D2N8-B

o= N W P
o

I
o

I

1909,

i @ o U
Hh E "
I _
i\ 5
L] . i : - - - o
/—i/ . .
Gas-liquid separator

Safety valve
/ (under the electric control box)
] ‘rq ]}r

SN2 ].UBJBB!.IJ.GH pue 1hoAeT ].UBUOC'UJO:) -C Ved

O

(CEm l

=

= !
: Qe 4l
= =




Midea M thermal Arctic Mono Service Manual

M thermal Arctic Mono

MHC-V8W/D2N8-B / MHC-V10W/D2N8-B
Figure 2-1.1: MHC-V8(10)W/D2N8-B top view
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Figure 2-1.2: MHC-V8(10)W/D2N8-B front view
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MHC-V12W/D2N8-B / MHC-V14W/D2N8-B / MHC-V16W/D2N8-B
Figure 2-1.4: MHC-V12(14, 16)W/D2N8-B top view
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Figure 2-1.5: MHC-V12( 14, 16)W/D2N8-B, MHC-V12(14, 16)W/D2RN8-B front view
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MHC-V12W/D2RN8-B / MHC-V14W/D2RN8-B / MHC-V16W/D2RNS-B

Figure 2-1.4: MHC-V12(14, 16)W/D2RN8-B top view

Pressure sensor

4-way valve

High pressure switch \\

Electronic expension valve

Gas-liquid separator

m sh4

idea

&

Water flow switch

(?):’/ | \\
| Zau=l

i

-ﬂ.
= 1

Figure 2-1.5: MHC-V12( 14, 16)W/D2N8-B, MHC-V12(14, 16)W/D2RN8-B front view
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2 Piping Diagrams

Refrigerant piping graphic example:

High temperature, high pressure gas

High temperature, high pressure liquid

Low temperature, low pressure gas

Low temperature, low pressure gas liquid mixture
Figure 2-2.1: Heating mode of 4/6kW
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The refrigerant flow direction shown in the figure is the main refrigerant flow direction for reference only.
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Figure 2-2.3: Heating mode of 8/10/12/14/16kW
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Figure 2-2.4: Cooling mode of 8/10/12/14/16kW
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The refrigerant flow direction shown in the figure is the main refrigerant flow direction for reference only.
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Legend
1 Compressor 15 | Refrigerant outlet (gas pipe) temperature sensor
2 4-Way Valve 16 | Water outlet temperature sensor
3 Gas-liquid separator 17 | Water inlet temperature sensor
4 Air side heat exchange 18 | Automatic air purge valve
5 Electronic expansion valve 19 | Expansion vessel
6 | Single-way electromagnetic valve 20 | Circulating pump
7 Strainer 21 | Pressure relief valve
Water side heat exchange )
8 (Plate heat exchange) ° 22| Y-shape filter
9 Backup heater(optional) 23 | High pressure switch
10 | Flow switch 24 | Low pressure switch
11 | Discharge gas sensor 25 Pressure sensor
12 | Outdoor temperature sensor 26 | Capillary
13 Evaporation sensor.in heaFing 27 | Lok ring
(Condenser sensor in cooling)
14 Refrigerant inlet (liquid pipe) temperature 28 | Service port
sensor

Key components:

Accumulator:

Stores liquid refrigerant and oil to protect compressor from liquid hammering.

Electronic expansion valve (EXV):

Controls refrigerant flow and reduces refrigerant pressure.

Four-way valve:

Controls refrigerant flow direction. Closed in cooling mode and open in heating mode. When closed, the air side heat
exchanger functions as a condenser and water side heat exchanger functions as an evaporator; when open, the air side
heat exchanger functions as an evaporator and water side heat exchanger function as a condenser.

High and low pressure switches:

Regulate refrigerant system pressure. When refrigerant system pressure rises above the upper limit or falls below the
lower limit, the high or low pressure switches turn off, stopping the compressor.

Air purge valve:

Automatically removes air from the water circuit.

Safety valve:

Prevents excessive water pressure by opening at 43.5 psi (3 bar) and discharging water from the water circuit.

Expansion vessel:

Balances water system pressure. (Expansion vessel volume: 8L)

Water flow switch:

Detects water flow rate to protect compressor and water pump in the event of insufficient water flow.

Backup heater:

Provides additional heating capacity when the heating capacity of the heat pump is insufficient due to very low outdoor
temperature. Also protects the external water piping from freezing.

Water pump:

Circulates water in the water circuit.

13
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1 Stop Operation

The stop operation occurs for one of the following reasons:

1. Abnormal shutdown: in order to protect the compressors, if an abnormal state occurs the system makes a 'stop with
thermo off’ operation and an error code is displayed on the outdoor unit PCB digital displays and on the user
interface.

2. The system stops when the set temperature has been reached.

2 Standby Control

2.1 Crankcase Heater Control

The crankcase heater is used to prevent refrigerant from mixing with compressor oil when the compressors are stopped.
The crankcase heater is controlled according to outdoor ambient temperature and the compressor on/off state. When the
outdoor ambient temperature is above 5°C or the compressor is turned on and the running time is not less than 60s, the
crankcase heater is off; when the outdoor ambient temperature is at or below 5°C and either the compressor has been
stopped for more than 3 hours or the unit has just been powered-on (either manually or when the power has returned
following a power outage), the crankcase heater turns on.

2.2 Water Pump Control
When the outdoor unit is in standby, the internal and external circulator pumps run continuously.

16
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3 Startup Control

3.1 Compressor Startup Delay Control

In initial startup control and in restart control (except in oil return operation and defrosting operation), compressor startup
is delayed such that a minimum of the set re-start delay time has elapsed since the compressor stopped, in order to
prevent frequent compressor on/off and to equalize the pressure within the refrigerant system. The compressor re-start
delays for cooling and heating modes are set on the user interface. Refer to the M thermal Mono Engineering Data Book
Part 3, 7.5 “COOL MODE SETTING Menu” and Part 3, 7.6 “HEAT MODE SETTING Menu”.

3.2 Compressor Startup Program

In initial startup control and in re-start control, compressor startup is controlled according to outdoor ambient
temperature. Compressor startup follows one of two startup programs until the target rotation speed is reached. Refer to
Figures 3-3.1, 3-3.2, 3-3.3 and 3-3.4.

Figure 3-3.1: 4-6kW to 12-16kW Compressor startup program’2 when ambient temperature is above 3°C

Hz TARGET FREQUENCY
90 -
82Hz
80 £
70Hz
70 -
Zggz 1208
60 - 5611z
50 - 42Hy
40 38Hz 408
405 \ 32Hz
30 ¢ 60S
2 [
10 TIME

Figure 3-3.2: 8-10kW Compressor startup program®2 when ambient temperature is above 11°C

A Hz TARGET FREQUENCY
82Hz
70Hz / 1205
66Hz / 0%
seHz/ 40°
42Hz 42Hz 405 TIME
90S 36H 40S ‘
60S Uﬂ‘l‘ﬂ;
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Figure 3-3.3: 4-10KW compressor
3°C(4-6KW)/11°C(8-10KW)
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Figure 3-3.4: 12-16KW compressor startup program! when ambient temperature is at or below 3°C

Notes:

90
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70
60
50
40
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20
10

Hz

38Hz
408

TARGET FREQUENCY

TIME

1. Once the first, 40-second stage of the program is complete, the program proceeds to the subsequent stages in a
step-by-step fashion and exits when the target rotation speed has been reached.

3.3 Startup Control for Heating and Domestic Hot Water Operation

Table 3-3.1: Component control during startup in heating and domestic hot water modes

Wiring diagram 8/10/12/ i
Component 4/6kW Control functions and states
label 14/16kW

Compressor startup program selected according to

Inverter compressor COMP . . .
ambient temperaturel!

DC fan motor FAN ° ° Fan runs at maximum speed?
Position (steps) from 0 (fully closed) to 480 (fully

. . open), controlled according to outdoor ambient

Electronic expansion valve EXV ° ° . .
temperature, discharge temperature and suction
superheat

Four-way valve ST ° ° On

3.4 Startup Control for Cooling Operation
Table 3-3.2: Component control during startup in cooling mode
Wiring diagram 8/10/12/ X
Component 4/6kW Control functions and states
label 14/16kwW

Compressor startup program selected according to

Inverter compressor COMP ° ° .
ambient temperature?!

DC fan motor FAN ° ° Fan run at maximum speed?
Position (steps) from 0 (fully closed) to 480 (fully

. . open), controlled according to outdoor ambient

Electronic expansion valve EXV ° ° . .
temperature, discharge temperature and suction
superheat

Four-way valve ST ° . Off

Notes:

1. Refer to Figure 3-3.1, Figure 3-3.2, Figure 3-3.3 and Figure 3-3.4 in Part 3, 4.2 “Compressor Startup Program”.
2. Refer to Table 3-4.3 in Part 3, 5.6 “Outdoor Fan Control”.

18
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4 Normal Operation Control

4.1 Component Control during Normal Operation

Table 3-4.1: Component control during heating and domestic hot water operations

M thermal Arctic Mono

Wiring diagram
Component label 4/6kwW 8/10/12/14/16kW Control functions and states
abe
Controlled according to load requirement from
Inverter compressor COMP ° °
hydronic system
Controlled according to outdoor heat exchanger
DC fan motor FAN . i )
pipe temperature
Position (steps) from O (fully closed) to 480 (fully
open), controlled according to discharge
Electronic expansion valve EXV (] (]
temperature, suction superheat and compressor
speed
Four-way valve ST (] (] On
Table 3-4.2: Component control during cooling operation
Wiring
Component 4/6kW | 8/10/12/14/16kW Control functions and states

diagram label

Controlled according to load requirement from

Inverter compressor COMP o b
hydronic system
Controlled according to outdoor heat exchanger
DC fan motor FAN ° i )
pipe temperature
Position (steps) from 0 (fully closed) to 480 (fully
open), controlled according to discharge
Electronic expansion valve EXV (] (]
temperature, suction superheat and compressor
speed
Four-way valve ST L] (] Off

4.2 Compressor Output Control
The compressor rotation speed is controlled according to the load requirement. Before compressor startup, the M thermal

Mono outdoor unit determines the compressor target speed according to outdoor ambient temperature, leaving water set

temperature and actual leaving water temperature and then runs the appropriate compressor startup program. Refer to

Part 3, 4.2 “Compressor Startup Program”. Once the startup program is complete, the compressor runs at the target

rotation speed.

During operation the compressor speed is controlled according to the rate of change in water temperature, the refrigerant

system pressure and the refrigerant temperature.

4.3 Compressor Step Control

The running speed of six-pole compressors (used on all models) in rotations per second (rps) is one third of the frequency

(in Hz) of the electrical input to the compressor motor. The frequency of the electrical input to the compressor motors can

be altered at a rate of 1Hz per second.

19
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4.4 Four-way Valve Control
The four-way valve is used to change the direction of refrigerant flow through the water side heat exchanger in order to

switch between cooling and heating/DHW operations.

During heating and DHW operations, the four-way valve is on; during cooling and defrosting operations, the four-way
valve is off.

4.5 Electronic Expansion Valve Control
The position of the electronic expansion valve (EXV) is controlled in steps from 0 (fully closed) to 480 (fully open).
= At power-on:
* The EXV first closes fully, then moves to the standby position. After a few seconds the EXV moves to an initial
running position, which is determined according to operating mode and outdoor ambient temperature. After a
further a few minutes, the EXV is controlled according to suction superheat and discharge temperature. Once a
further a few minutes have elapsed, the EXV is then controlled according to suction superheat, discharge
temperature and compressor speed.
= When the outdoor unit is in standby:
* The EXV is at standby position.
=  When the outdoor unit stops:
* The EXV first closes fully, then moves to the standby position.

4.6 Outdoor Fan Control
The speed of the outdoor unit fan(s) is adjusted in steps, as shown in Table 3-4.3.

Table 3-4.3: Outdoor fan speed steps

Fan speed (rpm)
Fan speed index
4-6kW 8-10kwW 12-14kW 16kw

0 0 0 0 0

1 200 200 200 200
2 250 250 250 250
3 300 300 300 300
4 350 350 350 350
5 400 400 400 400
6 450 450 450 450
7 500 500 500 500
8 530 530 550 550
9 550 550 580 600
10 580 580 610 650
11 600 600 630 700
12 600 600 650 730

20
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4.7 Spray liquid cooling control
When the discharge temperature of compressor exceeds 105°C, the solenoid valve opens and the frequency of
compressor drops in order to reduce the discharge temperature. When the discharge temperature is below 100°C, the
solenoid valve closes.
If the discharge temperature exceeds 108°C while the spray liquid cooling control is in progress, which is judged every 20s,
the frequency of compressor drops 4Hz until the minimum frequency which differs from every model. When the discharge
temperature is below 101°C, the compressor runs at the current frequency.

5 Protection Control

5.1 High Pressure Protection Control
This control protects the refrigerant system from abnormally high pressure and protects the compressor from transient
spikes in pressure.

Figure 3-5.1: High pressure protection control

Normal operation

P.>4.3MPa P. < 3.6MPa

High pressure protection, error code P1 is displayed

Notes:
1. Pc: Discharge pressure

When the discharge pressure rises above 4.3MPa the system displays P1 protection and the unit stops running. When the
discharge pressure drops below 3.6MPa, the compressor enters re-start control.

5.2 Low Pressure Protection Control
This control protects the refrigerant system from abnormally low pressure and protects the compressor from transient
drops in pressure.

Figure 3-5.2: Low pressure protection control

Normal operation

Pe <0.14MPa Pe > 0.30MPa

Low pressure protection, error code PO is displayed

Notes:
1. Pe: Suction pressure

When the suction pressure drops below 0.14MPa the system displays PO protection and the unit stops running. When the
suction pressure rises above 0.3MPa, the compressor enters re-start control.

When PO protection occur for the first time, the PO protection code will automatically be removed and the system resume
normal operation when the detected pressure meet the requirement.

When PO protection occur twice or if the low pressure switch signal is off for more than 10 minutes, only if the system is
re-power on and the detected pressure meet the requirement can the system resume normal operation.

21
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Defrosting control logic to avoid low pressure protection during machine startup in high humidity and rainy/snowy
weather.

5.3 Discharge Temperature Protection Control
This control protects the compressor from abnormally high temperatures and transient spikes in temperature.

Figure 3-5.3: High discharge temperature protection control

Normal operation

Discharge temperature > 115°C Discharge temperature < 95°C

High discharge temperature protection, error code P4 is displayed

When the discharge temperature rises above 115°C the system displays P4 protection and the unit stops running. When
the discharge temperature drops below 95°C, the compressor enters re-start control.

Figure 3-5.4:Low discharge temperature protection control

Normal operation

Tp <Th for more than 5 minutes Tp2Th

Low discharge temperature protection, error code EA is displayed

When the discharge temperature is lower than suction temperature for more than 5 minutes, the system displays EA
protection and the unit stops running. When the discharge temperature is higher than suction temperature, the
compressor enters re-start control.

5.4 Compressor Current Protection Control
This control protects the compressor from abnormally high currents.

Figure 3-5.5: Compressor current protection control

Normal operation

Current > Currentmax Current < Currentmax

Compressor current protection, error code P3 is displayed

Table 3-5.1: Current limitation for compressors
Model name | 4-6kw | 8-10kw | 12-16kw 1ph | 12-16kw 3ph
Currentmax 18A 19A 30A 14A

When the compressor current rises above Currentmax the system displays P3 protection and the unit stops running. When

22
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the compressor current drops below Currentmax, the compressor enters re-start control.

5.5 Voltage Protection Control
This control protects the M thermal Mono from abnormally high or abnormally low voltages.

Figure 3-5.4: Compressor voltage protection control

Normal operation

Voltage > 265V
or Voltage < 172V

254V < Voltage < 187V

Compressor voltage protection, error code H7 is displayed

When the phase voltage of AC power supply is at or above 265V for more than 30 seconds, the system displays H7
protection and the unit stops running. When the phase voltage drops below 265V for more than 30 seconds, the
refrigerant system restarts once the compressor re-start delay has elapsed. When the phase voltage is at or below 172V,
the system displays H7 protection and the unit stops running. When the AC voltage rises to at or more than 187V, the
refrigerant system restarts once the compressor re-start delay has elapsed.

5.6 DC Fan Motor Protection Control
This control protects the DC fan motors from strong winds and abnormal power supply. DC fan motor protection occurs
when any one of the following three sets of conditions are met:
= Qutdoor ambient temperature is at or above 4°C and actual fan speed differs from target fan speed by more than
200rpm for more than 3 minutes.
= Qutdoor ambient temperature is below 4°C and actual fan speed differs from target fan speed by more than 300rpm
for more than 3 minutes.
= Actual fan speed is less than 150rpm for more than 90 seconds.

When DC fan motor protection control occurs the system displays the H6 error code and the unit stops running. After 3
minutes, the unit restarts automatically. When H6 protection occurs 10 times in 120 minutes, the HH error is displayed.
When an HH error occurs, a manual system restart is required before the system can resume operation.

5.7 Water Side Heat Exchanger Anti-freeze Protection Control
This control protects the water side heat exchanger from ice formation.

In cooling mode, if inlet water temperature or leaving water temperature or auxiliary heat source leaving water
temperature is below 4°C, heat pump stops and water pump keeps running for 30min. If water temperature is still below

4°C, heat pump turns to heating mode.

In heating/DHW standby mode, if ambient temperature is below 3°C and inlet water temperature or leaving water
temperature or auxiliary heat source leaving water temperature is below 5°C, heat pump stops and water pump keeps
running for 30min. If ambient temperature is still below 3°C and water temperature is still below 5°C, heat pump turns to

heating mode.

In heating/DHW standby mode, if leaving water temperature is below 2°C, heat pump stops and water pump keeps
running for 30min. If water temperature is still below 2°C heat pump turns to heating mode to protect from freezing.

23
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When water side heat exchanger anti-freeze protection occurs the system displays error code Pb and the unit stops

running.

When T3, T4, Tp, Th or Pe sensor faults occur, the anti-freezing protection can still be implemented.
5.8 Module Temperature Protection Control

This control protects the module from abnormally high temperatures.

Figure 3-5.3: Module Temperature Protection Control

Normal operation

Module temperature > Tf2 Module temperature < Tf0-1°C

Module Temperature Protection, error code C7 is displayed

When the module temperature rises at or above Tf2 the system displays C7 protection and the unit stops running. When
the module temperature drops at or below Tf0-1, the compressor enters re-start control.

4-6kW | 8-10kW 12-16kW 1ph 12-16kW 3ph
Tf2 75 81 100 84
TfO 69 75 94 78
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6 Special Control

6.1 Oil Return Operation

In order to prevent the compressor from running out of oil, the oil return operation is conducted to recover oil that has
flowed out of the compressor and into the refrigerant piping. When the oil return operation is being conducted, the
outdoor unit refrigerant system main PCB displays code dO.

Timing of oil return operation:
=  When the compressor cumulative operating time with running rotation speed less than 42rps reaches 6 hours.

The oil return operation ceases when any one of the following three conditions occurs:
= Qil return operation duration reaches 5 minutes.
= Compressor stops.
= Mode change command is received.

Tables 3-6.1 show component control during oil return operation in cooling mode.

Table 3-6.1: Outdoor unit component control during oil return operation in cooling mode

Wiring diagram 8/10/12/ X
Component 4/6kW Control functions and states
label 14/16kW
Inverter compressor COMP ° ° Runs at oil return operation rotation speed
Controlled according to outdoor heat exchanger pipe
DC fan motor FAN ° °
temperature
Electronic expansion valve EXV ° ° 304 (steps)
Four-way valve ST ° ° Off

Tables 3-6.2 show component control during oil return operation in heating and DHW modes.

Table 3-6.2: Outdoor unit component control during oil return operation in heating and DHW modes

Wiring diagram 8/10/12/ i
Component 4/6kW Control functions and states
label 14/16kW
Inverter compressor COMP ° ° Runs at oil return operation rotation speed
Controlled according to outdoor heat exchanger pipe
DC fan motor FAN ° °
temperature
Electronic expansion valve EXV ° ° 304 (steps)
Four-way valve ST ° ° On

6.2 Defrosting Operation

In order to recover heating capacity, the defrosting operation is conducted when the outdoor unit air side heat exchanger
is performing as a condenser. The defrosting operation is controlled according to outdoor ambient temperature, air side
heat exchanger refrigerant outlet temperature and the compressor running time.

Table 3-6.3: Component control during defrosting operation

Wiring diagram 8/10/12/ X
Component 4/6kW Control functions and states
label 14/16kW
Inverter compressor COMP . ° Runs at defrosting operation rotation speed
DC fan motor FAN . . Off
Electronic expansion valve EXV . . Fully open
Four-way valve ST ° ° Off

25
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6.3 Fast DHW Operation

Fast DHW operation is used to quickly meet a requirement for domestic hot water when DHW priority has been set on the
user interface. Refer to the M thermal Mono Engineering Data Book Part 3, 7.4 “DHW MODE SETTING Menu”.

Domestic hot water demand priority can be ended by changing the switch on controller from "on" to "off".

Table 3-6.5: Component control during fast DHW operation

Wiring
Component 4/6kw | 8/10/12/14/16kW Control functions and states
diagram label
Inverter compressor COMP (] (] Controlled according to load requirement
Controlled according to outdoor heat exchanger
DC fan motor FAN . o ]
pipe temperature
Position (steps) from 0 (fully closed) to 480 (fully
Electronic expansion valve EXV (] (]
open), controlled according to discharge superheat
Four-way valve ST (] (] On
Tank electric heater TBH ° ° On

6.4 Two zones control?
Two zones control function is used to control temperature of each zone separately, thus different type radiator will operate
at its optimal temperature and water pump cycle time will be reduced to save energy.

In two zones control for cooling mode, when the setting temperature of a certain zones is reached, the zone and water
pump of this zone will turn off.

In two zones control for heating mode, the on/off control of zone and water pump is same with cooling mode, but in
addition, the mixing valve (3-way valve SV3) control function will be activated to adjust the water temperature of the low
temperature zone by control the opening time and closing time of the valve. The mixing valve will only turn on when two
zones control for heating is activated. On other conditions, the mixing valve will keep off.

When the valve initially turns on, the opening time and closing time is same and then the time is controlled according to
the difference between water pipe temperature and setting water temperature of the controlling zone.

Hydraulic adapter PCB (Optional)
With the help of hydraulic adapter PCB, totally 8 thermostats can be used at the same time for maximum 8 rooms to
control heat pump.

Note:

M thermal units just have the controlling function, while the mixing valve, water pump of each zone need to be field
supplied and connect to M thermal unit.

26



@idea M thermal Arctic Mono

6.5 Smart grid control
Unit adjusts the operation according to different electrical signals to realize energy saving.

Free electric energy signal: DHW mode turn on, the setting temperature will be changed to 70°C automatically, and the
TBH operate as below:T5<69. the TBH is on, T5 = 70, the TBH is off. The unit operate in cooling/heating mode as the
normal logic.

Common electric energy signal: unit operates according to users’ need.

Expensive electric energy signal: only available for cooling or heating mode and user can set the maximum operating time.
6.6 Balance tank temperature control

Balance tank temperature sensor is used to control on/off of heat pump.

Once the heat pump stops, internal pump stops to save energy and then balance tank provides hot water for space heating.
In addition, balance tank temperature control can meet both space heating and domestic hot water needs at the same
time. Balance tank can store energy to provide hot water whilst heat pump runs heat mode/cooling, which can reduce the
host selection and the initial investment.

6.7 USB data transfer
= Convenient program upgrade
No need to carry any other heavy equipments but only USB can realize program upgrade of indoor unit and outdoor unit.

= Parameter setting transmission between wired controllers
Installer can quickly copy the setting from one controller to another via USB, which save the time of on-site installation.

6.8 Dry contract M1M2 control
M1M2 can be set in the wired controller for heat pump on/off control, TBH control, AHS control.

|0J3U0) - € Jied

= For heat pump on/off control
When dry contract closes for 1s, heat pump stops. When dry contract opens for 5s, heat pump on/off according to wired
controller or room thermostat setting.

= For TBH control
TBH is only controlled by M1M2. If dry contract closes, T5<65°C then TBH opens until water tank temperature reaches
70°C.

=  For AHS control
In heating mode, AHS on/off is only controlled by M1M2. In DHW mode, M1M2 control does not affect AHS on/off.

6.9 M-kit
Function of M-kit
Increase the number of available room thermostat (2 RTC on the hydro module PCB + 6 RTC on the M-kit) and room

temperature sensors (1 TA on the wired controller + 7 Ta on the M-kit)

Use of M-kit
Set the wired controller MENU > FOR SERVICEMAN > INPUT DEFINE > RT/Ta_PCB to YES
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15 INPUT DEFINE

15.6 Ta HMI
15.7 Ta-adj -2°C
15.8 SOLAR INPUT NON
15.9 F-PIPE LENGTH <10m
15.10 RT/Ta_PCB NON
[ + [ANE]) [« ]

The ROOM THERMOSTAT (RTC) control is effective:
When the wired controller MENU > FOR SERVICEMAN > ROOM THERMOSTAT is not set to NON, the ROOM THERMOSTAT

(RTC) control is effective, according to the water temperature control.

6 ROOM THERMOSTAT 6 ROOM THERMOSTAT

6.1 ROOM THERMOSTAT 6.1 ROOM THERMOSTAT MODE SET
B ADjusT B ~03usT

6 ROOM THERMOSTAT 6 ROOM THERMOSTAT 1
6.1 ROOM THERMOSTAT [Ol\|=4AO]\|=| 6.1 ROOM THERMOSTAT  [slelsjs{N=p4el\S

-

When ROOM THERMOSTAT is set to Mode set control.

If the 8 RTC have one CL closing signal, the mainframe runs the cooling mode,

If the 8 RTC have one HT closing signal, the mainframe runs the heating mode,

If the mainframe does not receive HT and CL closing signals, and the unit remains closed.

&)
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Summary: CL signal control cooling switch, HT signal control heating switch, while CL and HT signal when running cooling.

Room thermostat type2 (Low voltage):

o

Hl
CN5  CH28

©

Eoslcn21
oslchaz
el cnag

eI Cha2
[+ s]CN4D
[eelchat
S3 84
Ch22 ial=] =

S1 82

Method A
(Mode set control)

cL

—— POWER

When ROOM THERMOSTAT is set to one zone control, the mode is set by the wired controller. If the hydro module PCB

IN

detects that any RTC has a HT closing signal, the system will send the boot instruction.

If the hydro module PCB detects that none of the eight RTCS has HT closing signal, the system remains power off.

Summary: The hydro module PCB only detects HT signal, HT signal is used to control the switch unit.
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M thermal Arctic Mono

When ROOM THERMOSTAT is set to double zone control, the mode is set by the wired controller.

If the hydro module PCB detects HT closing signal in RTC, zone 1 will be powered on. If there is no HT closing signal in all

eight RTC, zone 1 is powered off,

If the hydro module PCB detects CL closing signal in RTC, zone 2 will be powered on. If there is no CL closing signal in all

eight RTC, zone 2 will be powered off.

Summary: HT signal control zone 1 switch, CL signal control zone 2 switch.

Ro CN5  CN28
o ejcna2
" I
I
]Elcnzg i
o o CN4O bis:

o slcnat

Ch22

Method C
{ Double zone control)

| POWER IN

RT1

RT2

zone1

zone?

| POWER N

The room thermostat (Ta) control is effective:
When the MENU > FOR SERVICEMAN > ROOM THERMOSTAT is set to NON and MENU > FOR SERVICEMAN > TEMP. TYPE
SETTING > ROOM TEMP is set to YES, the room thermostat (Ta) control is effective. (For dual-zone control, if ROOM TEMP

is set to YES, room thermostat (Ta) control is only effective for zone 2, and zone 1 is water outlet temperature control.)
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6 ROOM THERMOSTAT 6 ROOM THERMOSTAT

6.1 ROOM THERMOSTAT 6.1 ROOM THERMOSTAT  [[ebl=gSi]

B ADjusT ADJUST

6 ROOM THERMOSTAT 6 ROOM THERMOSTAT

6.1 ROOM THERMOSTAT  [olN|=p4el\1S| 6.1 ROOM THERMOSTAT  [Blel¥]:[iS ZON

-

( 5 TEMP. TYPE SETTING
5.1 WATER FLOW TEMP. XXX
5.2 ROOM TEMP. YES
5.3 DOUBLE ZONE XXX

- J

M-kit of seven Ta (OFF) is not activated by default, only the code SW1 / SW2 is ON detecting Ta sensor value of the
corresponding port, when the system with multiple Ta (up to 8) at the same time, the mainframe only after all Ta reach the
set temperature will stop, When any Ta meets the difference between the set temperature and the ambient temperature,

the mainframe will be switched ON.

DEFAULT

220-240VAC | | P—
POWER SUPPLY | | i
B e a

Main control board

| Roow
! THeRwosTAT
(LOW VOLTAGE) |

i RooM
| THERMOSTAT
| (LOW VOLTAGE) |

supplemental instruction:

When

MENU > FOR SERVICEMAN > INPUT DEFINE > RT/Ta_PCB is set to NON
MENU > FOR SERVICEMAN > ROOM THERMOSTAT is not set to NON
Only two RTC of the hydro module PCB are effective.

When

30



G)\idea
MENU > FOR SERVICEMAN > INPUT DEFINE > RT/Ta_PCB is set to NON
MENU > FOR SERVICEMAN > ROOM THERMOSTAT is set to NON
MENU > FOR SERVICEMAN > TEMP. TYPE SETTING > ROOM TEMP is set to YES

Only the Ta delivered with the wired controller is effective.

M thermal Arctic Mono
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Figure 3-7.1: Location of the temperature sensors on 4~16KW unit systems

7 Role of Temperature Sensors in Control Functions

M thermal Arctic Mono

AN

e )

||||||||||||||||||||||||||||||||||||||||||||||||||||||||||||||||||||||||||||||||||| .
1
H Distributor
( E H Collector
- I
_ ] Pressure sensor ____.__,m_nm- flow H _H_ '
Air purge valve ﬂ switch “ ! Fan coil units
Fa 5 8 L) o 10! T m.-______mw.:m_sm 1 &) Distributor
ww N4 H mﬂn.. :.m_ Ilve H m.ﬂ...&_d_ 3 .
c Water pump 1>top 1| eway
) 1 1
S . 1 How
. = Expansion vessel 1 " =
4-way Air side heat exchanger Accurnulatar = “ i m
e
Low pressure valve, Q M 2 ! it
switch Q z 1 1
A k=] H 1
! 4 o 7 1 H Collector
m e e L I T R P P e e, 1
\ S Safety valve " Stop valve m 12 H
5 5 m_ N Filter : i i
] @ High pressure S H Merann H
m W switch 3 B Electfonic expansion valve “ Domestic hot “
2 g dz AN 8 ! watertank  Floor heating
< © a Filter ! loops
1
Solenoid valve  capillary “ Radiators
1
]
1
1
1

|enNUEIA] 9JIAI3S OUOIA] 21104y [ewday] Al e9PIIA

The names and functions of the temperature sensors labelled 1 to 12 in this figure are detailed in

Table 3-6.1.

Notes:
1.
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Table 3-7.1: Names and functions of the temperature sensors

M thermal Arctic Mono

Number Sensor name! S::;:r Mode Control functions
Heating . El.ectronic expansion valve control2
Discharge pipe temperature = Discharge superheat control
1 sensor Tp =  Electronic expansion valve control2
Cooling = Qutdoor fan control3
= Discharge superheat control
= Compressor startup control4
= Compressor output control5
Heating =  Electronic expansion valve control2
= Defrosting operation control7
Outdoor ambient temperature = Low pressure protection control7
2 sensor T4 =  Crankcase heater control9
= Compressor startup control4
= Compressor output control5
Cooling = Electronic expansion valve control2
= Qutdoor fan control3
=  Crankcase heater control9
= Electronic expansion valve control2
Air side heat exchanger Heating = Defrosting operation control7
3 refrigerant outlet temperature T3 * Outdoor fan control3
sensor Cooling = Compressor output control5
= Qutdoor fan control3
Water side heat exchanger Heating
4 refrigerant inlet (liquid pipe) T2 ohw =  Compressor output control5

temperature sensor

Water side heat exchanger
5 refrigerant outlet (gas pipe) T2B Heating
temperature sensor

= Freeze prevention control10

i i Heatin
6 suction pipe temperature Th - g = Electronic expansion valve control2
sensor Cooling
Water side heat exchanger Heating
7 water inlet temperature Tw_in - =  Freeze prevention control10
sensor Cooling
Water side heat exchanger Heatin
& - E = Compressor output5 and on/off control6
8 water outlet temperature Tw_out Cooling .
=  Freeze prevention control10
sensor DHW
= Compressor output control5
. = Backup electric heater control
Heating .
=  DHW priority control11
Backup electric heater water " Auto mode control
9 P T1 . = Compressor output5 and on/off control6
outlet temperature sensor Cooling
=  Auto mode control
= Compressor output control5
DHW =  Backup electric heater control

= DHW priority control11

10 Circuit 2 water outlet T1B Heating
temperature sensor

= Mixing valve control

Room temperature sensor Ta Heating

11 - .
Built in wire controller Cooling

=  Auto mode control
=  (Climate related curve
= Compressor output control5

12 Domestic hot water tank 5 DHW
temperature sensor

= Disinfection operation control

=  DHW tank immersion heater control
=  Backup electric heater control

=  Auxiliary heat source control

= Solar energy kit control

= Compressor output control5

= DHW priority control11

Notes:

1.

e wN

Sensor names in this service manual referring to refrigerant flow is
named according refrigerant flow during cooling operation refer to
Part 2, 3 “Refrigerant Flow Diagrams”.

Refer to Part 3, 4.5 “Electronic Expansion Valve Control”.

Refer to Part 3, 4.6 “Outdoor Fan Control”.

Refer to Part 3, 3 “Startup Control”.

Refer to Part 3, 4.2 “Compressor Output Control”.

Refer to Part 3, 1 “Stop Operation”.
Refer to Part 3, 6.2 “Defrosting Operation”.

Refer to Part 3, 5.2 “Low Pressure Protection Control”.

Refer to Part 3, 2.1 “Crankcase Heater Control”.
Refer to Part 3, 2.2 “Freeze Prevention Control”.

. Refer to Part 3, 6.4 “Fast DHW Operation”.
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